
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

Grade 

NOTE: Temporary entrance may 
be placed on a tree if board or 
plank is nailed on tree under cable 
and switch. 
 

Electric Meters must be located in 
an accessible area.  The area must 
be free of obstructions, i.e. trees, 
plants, fences.  
 

Weatherhead 

Temporary Service 

12 ft. 
Minimum 

  5 ft. 

Ground Fault Receptacle  

Grounding -  On a 200 AMP service, a continuous #4 cooper 
grounding conductor is to be installed by the member or 
contractor from the disconnect panel to two approved ground 
clamps and rods 8 ft. deep and 6 ft. apart.  A continuous #6 
copper grounding conductor is adequate for a 100 AMP 
Service.   
 

Form #E-1724 (NP)  

30 AMP or larger fused (or breaker) watertight switch 

Ringless Meterbase installed 5 ft. to 5 ½ ft. above grade 

Watertight cable connector 

Wooden box with waterproof roof 

Revised 6-17-2013  

Entrance Cable – large enough for 
temporary load. 
Cable clamps as required. 

P.O. Box 688, DuBois, PA 15801 
1 – 888 – 581-8969 

United Electric Cooperative, Inc. – Phone: 1-888-581-8969



 
Specifications and Requirements for 

Temporary Service 
 
 

United Electric Cooperative, Incorporated – 1-888-581-8969 
 
 

Temporary service will be provided by the Cooperative at the request of the member.  
 

1. The member must supply the meter base, entrance cable, switch box and other 
associated equipment.  

 
2. The service should be located near (within 10 feet) of the permanent service 

location.  
 
3. The temporary service can be wired on a pole, structure built of plank, or a 

plank nailed to a tree.  
 
4. Temporary service does not have to be inspected by an electrical inspector.  

The Cooperative reserves the right to refuse to connect any service that is not 
properly wired.  The member should realize that he is solely responsible for the 
safety and operation of the temporary service.   

 
5. The Residential and Seasonal Members must pay a $45.00 temporary service 

charge in advance of connection. Commercial and multi-phase service is at 
actual cost.  This fee is non-refundable.  

 
6. Temporary service will be extended for a period of six (6) months.  The member 

will be required to have a permanent service wired and inspected within this 
time. Extension of this 6-month period is subject to approval by the 
Cooperative.  

 


